[image: image1.png]REPLACING THE ELECTRONIC CONTROL
UNIT

SEEN FROM UNDERNEATH

BLACK
BLUE
YELLOW
BROWN
GREEN

AWM=

Apply the fault tracing schedule tor the model 2480
boiler on page 23. If this indicates that itis the electronic
control unit in the black box has developed a fauft and
should be replaced. proceed as follows:

Disconnect the incoming electrical cable and the
cannecting cable for the circulating pump from the
electronic control unit

- Disconnect the electronic centrol unit from the boiler

Remove the gas pipe from the boiler

Remove the boiler fastenings in the bottom of the
compartment, but do not disconnect the rubber hoses

- Now turn the boiler carefully to ane side (with the
rubber hoses still connected), so that the terminal con
nections for the solenoid valves can be checked

- Disconnect the leads for the boiler thermostat, glow
plug etc, and withdraw the two cable ends through the
hole in the base of the boiler

Disconnect the other leads for the boiler thermostat,
glow plug etc

Insert the leads of the replacement electronic control
unit through the hole in the base. and connect to the
solenoid valves as shown in the diagram above




