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Check that

1. The power supply is at least 9V

2. The panel is correctly connected

3. The fuse on the printed circuit board has not blown

This panel can be connected directly to a battery char-
ger.

The control panel must pass the following test

The minimum voltage between terminals 1 and 8
must be 9V {terminal 1 is the terminal furthest to the
right when the control panel is horizontal, see the
diagram below)

o

Press the button for starting the boiler, and set the
thermostat so that the green LED above the button is
lit. The voltage between terminals 5 and 8 mustbe 8V

3. Press the TAP HOT WATER bution, e and check
the voltages as in point 2 above

S

Press the button for the 1 kW output from the electric
in-line boiler (furthest to the right}, and check that the
voltages between terminals 2 and 8 and terminals 4
and 8 are 9V

o

Press the button for the 2 kW output from the electric
in-line heater, and check that the voltages between
terminals 3 and 8 and terminals 4 and 8 are 10.5V
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If the panel passes the above test, it is free of defects
and the problem lies with other components in the
system such as the electric in-line heater or the boiler
itself

Panels that pass the above test but reveal irreguiarities.
during operation should be replaced

The electronic control system is very accurate. To
maintain the set temperature level the boiler operates
frequently, foriong and short periods of time depending
onthe heatdemand. This gives accuracy of temperatu-
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